From: Tsiamis, Christos

To: Carr, Brian

Subject: Work elements required by the Order and missing from NYC submittals
Date: Tuesday, September 08, 2015 10:19:17 AM

Attachments: Missing elements from NYC docs.docx

Brian,

as we discussed last week, | am attaching the list of missing info from the submitted NYC
reports.
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Work Plan



Work Plan comments were sent to DEP on October 14, 2014.  Based on the Preliminary Design Reports.  two things are missing that were specified in the Order :



1.       No maps of drinking water, electrical, gas, telecommunications or other utilities are in the reports.

2.       No tank hydraulic profiles that are typically provided in schematic design are in the report.

 



Preliminary Design Report



The preliminary design report, which was submitted on June 30, 2015, did not include the following items that were required by the Order:



1. Site Assessments



i. Geotechnical field investigations and subsurface condition assessment



These investigations were not completed.  Whereas, geotechnical information and assessments are described in Section 3.2.3, Geotechnical, in both RH-034 and OH-007 reports with additional information and reports in Appendix F of the RH-034 report and E of the OH-007 report, both reports state that “A geotechnical investigation program will be required prior to design to characterize the subsurface conditions at the selected site(s).”  

 

ii. Utilities (water, sewer, electric, gas, etc.) mapping;



Section 3.2.2.1, Subsurface Utilities, on page 3-3 of both the RH-034 and OH-007 reports state the following: “Available mapping of buried utilities including sewer, gas, power, telecommunications, and water were reviewed as part of the preliminary design process to identify a facility influent/effluent conduit alignment that minimized conflicts with existing utilities.”  However, there are no maps or descriptions of these utilities other than the sewers owned by the City and shown on figures and in the appendices of both reports such as Figure ES-2 on page ES-4 of the RH-034 report.  No maps of drinking water, electrical, gas, telecommunications or other utilities are included in the reports.

 

2. Engineering



All elements appear in the report except for hydraulic profiles.  Hydraulic calculations for conveyance and design criteria are provided but no hydraulic profiles are given for the tanks in the report.  The report indicates that they will be provided in the final design package – they are listed in the RH-034 Appendix F and OH-007 Appendix G anticipated drawing lists.
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